Evaluation of change in water quality with strong acid exchanger effluent conductivity.
Koradi Thermal Power Station requires 1-1.2 lakh m3 of water per day and pond No. 3 is the source of water supply of Koradi Thermal Power Station. This Pond No. 3 is being replenished by Pench Canal water, but water undergoes significant changes in quality after entering Pond No. 3 and hence this aspect may be crucial for raw water intake at Water Treatment Plant Stg-II of Koradi Thermal Power Station. Therefore, an attempt has been made to evaluate the change in water quality on the basis of Strong Acid Cation Exchanger Effluent Conductivity and its impact on demineralised water treatment plant.